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Executive Summary 

Unit 2 began the month dispatched to run, and Unit 1 was off‐line. Unit 1 was dispatched one time for 3 days 
and Unit 2 dispatched two additional times for a total of 12 days for the month. Unit 2 was Must Run for two 
days to maintain building heat. The Combustion Turbine did not operate. The Combustion Turbine was 
unavailable for 15 days due to a failed Lubrication Oil Analysis. At the end of December, all units were available 
for dispatch but remained off‐line. 
 
December 10, 2011 was the first time since April 2009 that neither of the two steam units were dispatched 
when being offered as Economical. Auxiliary propane heaters have been purchased and put in service to 
maintain building heat because of the steam units not being dispatched. 
 
Notice was given to plant employees that some lay‐offs would occur January 2nd 2012 due to the change in 
operation of the plant.  
 
There were no OSHA safety incidences in December. The OSHA Lost Time Rate remains at zero (0).  
 

 

Key Performance Indicators (Note: This table is for the City’s fiscal year July 2011 through June 2012.) 

Measure  Units  Month  Year to Date 

Steam Plant Gross Electrical Generation  MWH  2568  34275 

Unit 1 Net Electrical Generation  MWH  378  20,070 

Unit 2 Net Electrical Generation  MWH  1915  9,149 

Unit 1 Hours of Operation  Hours  80.9  3040 

Unit 2 Hours of Operation  Hours  328.1  1544 

Coal Consumption  Tons  1304.6  18,720 

Steam Plant Net Heat Rate  BTU/KWH  14574  15,642 

Plant Availability  %  98.7  94.3% 
       

Combustion Turbine Gross Electrical Generation  MWH  0  219 

Combustion Turbine Station Service  MWH  38  126 

Combustion Turbine Hours of Operation  Hours  0  30 

Fuel Oil Consumption  Gallons  42  33,185 

Combustion Turbine Availability  %  51.8  91.6% 
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Operations Summary 

Unit 1 was started two (2) times and shut down two (2) times while Unit 2 was started two (2) times and shut 
down three (3) times. The Combustion Turbine did not operate. Currently all units are off‐line and in a stand‐by 
state. 
 
A one (1) day maintenance outage was taken on Unit 1 to repair grooving on the Collector Rings. A 15 day 
maintenance outage was taken on the Combustion Turbine to replace the Turbine Lube Oil due to a failed 
analysis. 
 
Two 750,000 btu propane heaters have been purchased and put into service to maintain building heat. A local 
propane supplier has set two 1000 gallon tanks to supply the two heaters.  Building heat is being maintained 
adequately to keep the Power Plant from freezing. 
 
Unit Start‐Ups and Shut Downs 

Unit  Date 
On‐Line 
Time 

Off‐Line 
Time 

Reason 

1  12/18  1051    MISO Request 

1  12/21    1629  Collector Rings Outage Work 

1  12/21  1801    Collector Rings Outage Work 

1  12/21    2116  Collector Ring Outage Work Complete ‐ Unit not needed by MISO 

2  12/10    0942  Economics  

2  12/10  1212    Must Run – No Building Heating 

2  12/12    1655  Economics 

2  12/20  2152    Miso Request 

2  12/22    2330  Economics 

 

Unit Trips and Unplanned Outages 

Unit  Date 
Breaker 
Open 
Time 

Breaker 
Close 
Time 

Duration 
(Hours) 

Cause 

N/A           

 

Planned Outages 

Unit 
Start 
Date 

Start  
Time 

End Date  End Time  Cause 

CT  12/15  1445  12/30  1320  Replacement of Turbine Lube Oil 

1  12/21  0100  12/21  2116  Collector Ring Trueing 
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Reduced Load Events 

Start 
Date 

Start  
Time 

End Date 
End 
Time 

Actual 
Load  

Cause 

N/A       

 

 

Maintenance Activities 

During the month no Maintenance callouts were experienced.  
 

Work Orders: 
 

Closed this   Month  Awaiting   Outage  Awaiting Parts   Back‐Log 

25  0  7  46 

 
Major Repairs Made: 
Unit 1 

1) Unit 1 Collector Rings Grooving 
Corrective Action: Performed high speed trueing on 12/21/11. 

2) Unit 1 Speed Changer Controls binding 
Corrective Action: Adjusted lower stop to keep linkage from binding up. 

 
Unit 2 

None 
 
Combustion Turbine 

1) Turbine Lube Oil Analysis indicated that there was a cross contamination of oils and that the oil was at 
the end of its usable life.  
Corrective Action: Combustion Turbine was made unavailable. Drained all oil and replaced with 1700 
gallons of new oil.  

 
Plant Outstanding Issues: 
Unit 1 

1) Boiler Drum Hydrastep bottom electrode leaks during normal operation.  
Corrective Action:  New Hydrastep vessel ordered. Expected shipping date is January. Replacement of 
the unit will be scheduled.  

 
Unit 2 
  None 
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General Plant 

1) The hydraulic actuators on the Circulating Water Pump discharge valves are original equipment and 
have been malfunctioning. They are being replaced with pneumatic actuators.  
Corrective Action:  Installation of new equipment is continuing as time permits. 
 

2) Yearly Station Service Transformer oil testing is due.  
Corrective Action: The Plant is currently working with the City to have the oil analyzed in the three 
Station Service Transformers and the substation transformers. Testing is targeted to be complete in 
January. 
 

3) The Ash System Air Washer base has corroded and developed holes. 
Corrective Action:  A new base has been ordered and delivery is expected in mid‐February. 

 

 

Emissions Compliance Overview 

Air 

 There was one deviation for the month of December.  The deviation occurred during the startup of Unit 
#2 when the boiler draft drifted out of range.   
Corrective Action:  The operator adjusted the draft to normal range. 

 
Air Monitoring Deviations 

Start 
Date 

Start  
Time 

End 
Date 

End 
Time 

Parameter  Cause 

12/20  18:30  12/20  18:36  Opacity  Draft out of range during boiler start‐up. 

 

Water – NPDES 

 There were no deviations for the month of December. 

 
Water – Groundwater 

1) The plant was over its 12 month calculated discharge limit. 
Corrective Action:  An application for a new groundwater discharge permit has been submitted for a 
higher plant effluent limit. We expect to hear from the DEQ in the March‐April timeframe. 

 

Water Monitoring Deviations 

Start 
Date 

End 
Date 

Parameter   Cause 

N/A       

N/A       
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Occupational Health Overview 

1) There were no OSHA recordable injuries or illnesses at the site during the month of December. Safe man 
hours worked to date is 26875.25 since June 6, 2011. The I & I rate for the year remains at zero (0). 

 
OSHA Summary of Work Related Injuries and Illnesses 

There were no OSHA related incidents during the month of December. 

EH&S Incidents – (Near Misses and Property Damage) 

  None 

Labor Statistics 

 One Coal Handler temporarily assigned as an Oiler filling the vacant position, due to Coal Handling 
workload reduction. 

 One employee on short term disability. 

 Notified Employees on December 20th that six positions would be laid off effective January 2, 2012.  
 
 
 

Labor Statistics   (Note: These statistics are for the 2011 calendar year from June 6 through December 31.) 

Item  Month  Year to Date 

Total Man‐hours Worked  3754.75  26875.25 

Total Number of Standard Time (ST) Hours  3117.5  22955.5 

Total Number of Overtime (OT) Hours  227.25  1575 

Total Number of Double Time (DT) Hours  410  2344.75 
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